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ENVIRONMENTAL SURVEILLANCE DATA CY03

WATER - DRINKING WATER

OWNER ID SAMP NUM SAMP SITE NAME DIST CLASS MEDIA SAMP FROM SAMP DATE
CON SHORT 

NAME VALUE RPTD
ANAL UNITS 

RPTD COUNTING ERROR TOTAL ANAL ERROR
LAB 

QUALIFIER SAMP COMMENT RESULT COMMENT
SESPMNT B15LH3 100 K AREA ONSITE SW DRINKING 18-Feb-03 ALPHA 0.387 pCi/L 0.69 0.7 U
SESPMNT B15LH4 100 K AREA ONSITE SW DRINKING 07-Apr-03 ALPHA 0.286 pCi/L 0.37 0.38 U
SESPMNT B15LH5 100 K AREA ONSITE SW DRINKING 08-Jul-03 ALPHA 0.536 pCi/L 0.65 0.66 U
SESPMNT B15LH6 100 K AREA ONSITE SW DRINKING 07-Oct-03 ALPHA 0.328 pCi/L 0.71 0.72 U
SESPMNT B15LF2 100 N AREA ONSITE SW DRINKING 18-Feb-03 ALPHA 0.083 pCi/L 0.47 0.47 U
SESPMNT B15LF3 100 N AREA ONSITE SW DRINKING 07-Apr-03 ALPHA 0.654 pCi/L 0.49 0.51 U
SESPMNT B15LF4 100 N AREA ONSITE SW DRINKING 08-Jul-03 ALPHA 0.113 pCi/L 0.41 0.41 U
SESPMNT B15LF5 100 N AREA ONSITE SW DRINKING 07-Oct-03 ALPHA 0.751 pCi/L 0.95 0.97 U
SESPMNT B15LJ4 200 W AREA ONSITE SW DRINKING 18-Feb-03 ALPHA 1.28 pCi/L 0.96 1
SESPMNT B15LJ5 200 W AREA ONSITE SW DRINKING 07-Apr-03 ALPHA 0.0297 pCi/L 0.23 0.23 U
SESPMNT B15LJ6 200 W AREA ONSITE SW DRINKING 08-Jul-03 ALPHA 0.0556 pCi/L 0.5 0.5 U
SESPMNT B15LJ7 200 W AREA ONSITE SW DRINKING 07-Oct-03 ALPHA -0.00579 pCi/L 0.59 0.6 U
SESPMNT B15LK5 400 AREA ONSITE SW DRINKING 18-Feb-03 ALPHA 1.62 pCi/L 1.4 1.4 U
SESPMNT B15LK6 400 AREA ONSITE SW DRINKING 07-Apr-03 ALPHA 0.543 pCi/L 0.85 0.86 U
SESPMNT B15LK7 400 AREA ONSITE SW DRINKING 08-Jul-03 ALPHA -0.104 pCi/L 0.63 0.63 U
SESPMNT B15LK8 400 AREA ONSITE SW DRINKING 07-Oct-03 ALPHA -0.432 pCi/L 0.94 0.95 U
SESPMNT B169B4 100 K AREA ONSITE SW DRINKING 03-Mar-03 BETA 1.43 pCi/L 1.4 1.5 U
SESPMNT B16RN5 100 K AREA ONSITE SW DRINKING 03-Jun-03 BETA 1.82 pCi/L 1.4 1.4 U
SESPMNT B176L4 100 K AREA ONSITE SW DRINKING 02-Sep-03 BETA 2.24 pCi/L 1.4 1.4 U
SESPMNT B17R72 100 K AREA ONSITE SW DRINKING 01-Dec-03 BETA 0.149 pCi/L 1.6 1.7 U
SESPMNT B16999 100 N AREA ONSITE SW DRINKING 03-Mar-03 BETA 2.58 pCi/L 1.5 1.6 U
SESPMNT B16RN0 100 N AREA ONSITE SW DRINKING 03-Jun-03 BETA 1.25 pCi/L 1.3 1.3 U
SESPMNT B176K9 100 N AREA ONSITE SW DRINKING 02-Sep-03 BETA 1.09 pCi/L 1.4 1.4 U
SESPMNT B17R67 100 N AREA ONSITE SW DRINKING 01-Dec-03 BETA -0.158 pCi/L 1.7 1.8 U
SESPMNT B169B9 200 W AREA ONSITE SW DRINKING 03-Mar-03 BETA 2.86 pCi/L 1.5 1.7
SESPMNT B16RP0 200 W AREA ONSITE SW DRINKING 03-Jun-03 BETA 1.82 pCi/L 1.3 1.3 U
SESPMNT B176L9 200 W AREA ONSITE SW DRINKING 02-Sep-03 BETA 0.911 pCi/L 1.3 1.3 U
SESPMNT B17R77 200 W AREA ONSITE SW DRINKING 01-Dec-03 BETA -0.632 pCi/L 1.6 1.7 U
SESPMNT B169C4 400 AREA ONSITE SW DRINKING 03-Mar-03 BETA 6.75 pCi/L 1.8 2.1
SESPMNT B16RP5 400 AREA ONSITE SW DRINKING 03-Jun-03 BETA 6.57 pCi/L 1.7 1.9
SESPMNT B176M4 400 AREA ONSITE SW DRINKING 02-Sep-03 BETA 7.39 pCi/L 1.8 2.1
SESPMNT B17R82 400 AREA ONSITE SW DRINKING 01-Dec-03 BETA 7.3 pCi/L 2.6 2.8
SESPMNT B15LH3 100 K AREA ONSITE SW DRINKING 18-Feb-03 I-131 0.0453 pCi/L 0.41 0.41 U
SESPMNT B15LH4 100 K AREA ONSITE SW DRINKING 07-Apr-03 I-131 0.0817 pCi/L 0.31 0.31 U
SESPMNT B15LH5 100 K AREA ONSITE SW DRINKING 08-Jul-03 I-131 -0.256 pCi/L 0.37 0.37 U
SESPMNT B15LH6 100 K AREA ONSITE SW DRINKING 07-Oct-03 I-131 0.327 pCi/L 0.38 0.38 U
SESPMNT B15LF2 100 N AREA ONSITE SW DRINKING 18-Feb-03 I-131 0.215 pCi/L 0.38 0.38 U
SESPMNT B15LF3 100 N AREA ONSITE SW DRINKING 07-Apr-03 I-131 -0.146 pCi/L 0.42 0.42 U
SESPMNT B15LF4 100 N AREA ONSITE SW DRINKING 08-Jul-03 I-131 0.0189 pCi/L 0.31 0.31 U
SESPMNT B15LF5 100 N AREA ONSITE SW DRINKING 07-Oct-03 I-131 -0.0655 pCi/L 0.37 0.37 U
SESPMNT B15LJ4 200 W AREA ONSITE SW DRINKING 18-Feb-03 I-131 0.0416 pCi/L 0.4 0.4 U
SESPMNT B15LJ5 200 W AREA ONSITE SW DRINKING 07-Apr-03 I-131 0.427 pCi/L 0.49 0.49 U
SESPMNT B15LJ6 200 W AREA ONSITE SW DRINKING 08-Jul-03 I-131 0.0749 pCi/L 0.33 0.33 U
SESPMNT B15LJ7 200 W AREA ONSITE SW DRINKING 07-Oct-03 I-131 -0.088 pCi/L 0.42 0.42 U
SESPMNT B15LK5 400 AREA ONSITE SW DRINKING 18-Feb-03 I-131 -0.027 pCi/L 0.44 0.44 U
SESPMNT B15LK6 400 AREA ONSITE SW DRINKING 07-Apr-03 I-131 0.0658 pCi/L 0.37 0.37 U
SESPMNT B15LK7 400 AREA ONSITE SW DRINKING 08-Jul-03 I-131 0.104 pCi/L 0.4 0.4 U
SESPMNT B15LK8 400 AREA ONSITE SW DRINKING 07-Oct-03 I-131 -0.104 pCi/L 0.43 0.43 U
SESPMNT B15LH3 100 K AREA ONSITE SW DRINKING 18-Feb-03 Ra-226 0.0332 pCi/L 0.012 0.014
SESPMNT B15LH4 100 K AREA ONSITE SW DRINKING 07-Apr-03 Ra-226 0.0549 pCi/L 0.012 0.016
SESPMNT B15LH5 100 K AREA ONSITE SW DRINKING 08-Jul-03 Ra-226 0.0416 pCi/L 0.014 0.016
SESPMNT B15LH6 100 K AREA ONSITE SW DRINKING 07-Oct-03 Ra-226 0.0221 pCi/L 0.012 0.013
SESPMNT B15LF2 100 N AREA ONSITE SW DRINKING 18-Feb-03 Ra-226 0.0291 pCi/L 0.014 0.015
SESPMNT B15LF3 100 N AREA ONSITE SW DRINKING 07-Apr-03 Ra-226 0.0307 pCi/L 0.015 0.016
SESPMNT B15LF4 100 N AREA ONSITE SW DRINKING 08-Jul-03 Ra-226 0.0578 pCi/L 0.016 0.02
SESPMNT B15LF5 100 N AREA ONSITE SW DRINKING 07-Oct-03 Ra-226 0.0469 pCi/L 0.013 0.016
SESPMNT B15LJ4 200 W AREA ONSITE SW DRINKING 18-Feb-03 Ra-226 0.043 pCi/L 0.012 0.014
SESPMNT B15LJ5 200 W AREA ONSITE SW DRINKING 07-Apr-03 Ra-226 0.0557 pCi/L 0.015 0.019

DW - PAGE 209



ENVIRONMENTAL SURVEILLANCE DATA CY03

WATER - DRINKING WATER

OWNER ID SAMP NUM SAMP SITE NAME DIST CLASS MEDIA SAMP FROM SAMP DATE
CON SHORT 

NAME VALUE RPTD
ANAL UNITS 

RPTD COUNTING ERROR TOTAL ANAL ERROR
LAB 

QUALIFIER SAMP COMMENT RESULT COMMENT
SESPMNT B15LJ6 200 W AREA ONSITE SW DRINKING 08-Jul-03 Ra-226 0.0843 pCi/L 0.02 0.026
SESPMNT B15LJ7 200 W AREA ONSITE SW DRINKING 07-Oct-03 Ra-226 0.0622 pCi/L 0.014 0.019
SESPMNT B15LK5 400 AREA ONSITE SW DRINKING 18-Feb-03 Ra-226 0.0215 pCi/L 0.0074 0.0085
SESPMNT B15LK6 400 AREA ONSITE SW DRINKING 07-Apr-03 Ra-226 0.0319 pCi/L 0.015 0.017
SESPMNT B15LK7 400 AREA ONSITE SW DRINKING 08-Jul-03 Ra-226 0.0956 pCi/L 0.019 0.026
SESPMNT B15LK8 400 AREA ONSITE SW DRINKING 07-Oct-03 Ra-226 0.0251 pCi/L 0.014 0.014
SESPMNT B15LH3 100 K AREA ONSITE SW DRINKING 18-Feb-03 Ra-228 0.337 pCi/L 0.22 0.23 U
SESPMNT B15LH4 100 K AREA ONSITE SW DRINKING 07-Apr-03 Ra-228 0.311 pCi/L 0.2 0.21 U
SESPMNT B15LH5 100 K AREA ONSITE SW DRINKING 08-Jul-03 Ra-228 0.315 pCi/L 0.31 0.32 U
SESPMNT B15LH6 100 K AREA ONSITE SW DRINKING 07-Oct-03 Ra-228 1.04 pCi/L 0.36 0.41
SESPMNT B15LF2 100 N AREA ONSITE SW DRINKING 18-Feb-03 Ra-228 0.358 pCi/L 0.2 0.21
SESPMNT B15LF3 100 N AREA ONSITE SW DRINKING 07-Apr-03 Ra-228 0.5 pCi/L 0.21 0.23
SESPMNT B15LF4 100 N AREA ONSITE SW DRINKING 08-Jul-03 Ra-228 0.00591 pCi/L 0.3 0.3 U
SESPMNT B15LF5 100 N AREA ONSITE SW DRINKING 07-Oct-03 Ra-228 0.562 pCi/L 0.34 0.35 U
SESPMNT B15LJ4 200 W AREA ONSITE SW DRINKING 18-Feb-03 Ra-228 0.122 pCi/L 0.28 0.28 U
SESPMNT B15LJ5 200 W AREA ONSITE SW DRINKING 07-Apr-03 Ra-228 0.788 pCi/L 0.25 0.3
SESPMNT B15LJ6 200 W AREA ONSITE SW DRINKING 08-Jul-03 Ra-228 0.0313 pCi/L 0.33 0.33 U
SESPMNT B15LJ7 200 W AREA ONSITE SW DRINKING 07-Oct-03 Ra-228 0.547 pCi/L 0.33 0.35 U
SESPMNT B15LK5 400 AREA ONSITE SW DRINKING 18-Feb-03 Ra-228 0.26 pCi/L 0.26 0.27 U
SESPMNT B15LK6 400 AREA ONSITE SW DRINKING 07-Apr-03 Ra-228 0.332 pCi/L 0.2 0.21 U
SESPMNT B15LK7 400 AREA ONSITE SW DRINKING 08-Jul-03 Ra-228 0.266 pCi/L 0.43 0.43 U
SESPMNT B15LK8 400 AREA ONSITE SW DRINKING 07-Oct-03 Ra-228 0.54 pCi/L 0.3 0.32 U
SESPMNT B15LH1 100 K AREA ONSITE SW DRINKING 07-Oct-03 Sr-90 0.0736 pCi/L 0.023 0.026
SESPMNT B15LF0 100 N AREA ONSITE SW DRINKING 07-Oct-03 Sr-90 0.0981 pCi/L 0.022 0.026
SESPMNT B15LJ2 200 W AREA ONSITE SW DRINKING 07-Oct-03 Sr-90 0.0908 pCi/L 0.033 0.036
SESPMNT B15LK3 400 AREA ONSITE SW DRINKING 07-Oct-03 Sr-90 -0.0014 pCi/L 0.036 0.036 U
SESPMNT B15LH1 100 K AREA ONSITE SW DRINKING 07-Oct-03 TRITIUM -0.943 pCi/L 68 84 U
SESPMNT B15LF0 100 N AREA ONSITE SW DRINKING 07-Oct-03 TRITIUM 148 pCi/L 79 94
SESPMNT B15LJ2 200 W AREA ONSITE SW DRINKING 07-Oct-03 TRITIUM 164 pCi/L 88 100
SESPMNT B15LK5 400 AREA ONSITE SW DRINKING 18-Feb-03 TRITIUM 3190 pCi/L 230 330
SESPMNT B15LK6 400 AREA ONSITE SW DRINKING 07-Apr-03 TRITIUM 3250 pCi/L 240 340
SESPMNT B15LK7 400 AREA ONSITE SW DRINKING 08-Jul-03 TRITIUM 3520 pCi/L 220 330
SESPMNT B15LK8 400 AREA ONSITE SW DRINKING 07-Oct-03 TRITIUM 3440 pCi/L 210 330
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 TRITIUM 15.7 pCi/L 54 61 U
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 C-14 -3.5 pCi/L 3.1 3.6 U
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 I-129 0.0222 pCi/L 0.092 0.092 U
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 Tc-99 0.478 pCi/L 0.25 0.55 U
SESPSPEC B16KH6 BENTON CITY COMP COMMUNITY SW DRINKING 07-Mar-03 U-234 7.8 pCi/L 0.19 1.3
SESPSPEC B16KH6 BENTON CITY COMP COMMUNITY SW DRINKING 07-Mar-03 U-235 0.182 pCi/L 0.03 0.042
SESPSPEC B16KH6 BENTON CITY COMP COMMUNITY SW DRINKING 07-Mar-03 U-238 5.07 pCi/L 0.15 0.82
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 U-238 -0.00283 pCi/L 0.01 0.011 U
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 U-235 -0.00465 pCi/L 0.0026 0.0032 U
SESPSPEC B17997 LIGO ONSITE SW DRINKING 24-Jul-03 U-234 -0.0094 pCi/L 0.013 0.013 U
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